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FP201

SUB-BASEMENT
OVERALL

NEW WORK1" = 30'-0"
1 SUB-BASEMENT FLOOR OVERALL - NEW WORK

GENERAL NOTES:

KEYED NOTES

1. INSTALL NEW 10" SUPPLY PIPING AS INDICATED.

2. NEW 8" PUMP DISCHARGE PIPING. 

3. NEW SPRINKLER ZONE BOUNDARY.

4. NEW SPRINKLER ZONE VALVE.

5. NEW 3" EXPRESS DRAIN. CONNECT IN NEW AND 
EXISTING ZONE VALVES DRAINS. ROUTE 3" 
EXPRESS DRAIN PIPE TO APPROVED DRAIN 
LOCATION.

A. REFERENCE COVER SHEET FP100 FOR ADDITIONAL GENERAL 
NOTES AND REQUIREMENTS.

B. COORDINATE FIRE WATCH WITH FACILITY SECURITY STAFF 
WHEN SPRINKLER SYSTEMS ARE IMPAIRED.

H1-01

H-02

H-03

N-02

N-01

N

KEY PLAN
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FP201-D

SUB-BASEMENT
OVERALL

DEMOLITION
1" = 30'-0"

1 SUB-BASEMENT FLOOR PLAN - DEMOLITION

GENERAL NOTES:

KEYED NOTES

1. DEMOLISH INDICATED PORTION OF 10" SUPPLY PIPE AND 
FITTINGS.

2. DEMOLISH VERTICAL PORTION OF CORRODED 10" PIPE.

3. DEMOLISH INDICATED PORTION OF 6" PUMP DISCHARGE PIPING. 
SEE PHASING PLAN ON SHEET FP102.

A. REFERENCE COVER SHEET FP100 FOR ADDITIONAL GENERAL 
NOTES AND REQUIREMENTS.

B. COORDINATE FIRE WATCH WITH FACILITY SECURITY STAFF 
WHEN SPRINKLER SYSTEMS ARE IMPAIRED.

H1-01

H-02

H-03

N-02

N-01

N

KEY PLAN
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FP202

BASEMENT
OVERALL

NEW WORK

GENERAL NOTES:

KEYED NOTES

1. CONNECT INTO EXISTING CROSS MAIN WITH NEW 
CROSS MAIN FOR NEW SPRINKLER ZONE TO THE 
NORTH.

2. NEW SPRINKLER ZONE BOUNDARY.

3. MAIN HOISTWAY AND ACCESS FOR MATERIAL 
DELIVERY FOR SPRINKLER CONTRACTOR.

4. TEMPORARY FIRE PUMP PIPING. SEE SHEET FP101 
FOR CONTINUATION.

5. ROUTE 3" EXPRESS DRAIN PIPE TO APPROVED 
DRAIN LOCATION.

6. PROPOSED CROSS MAIN.

7. NEW 2.5" ANGLED HOSE VALVE.

8. ENSURE NO PIPING OR FITTINGS PROTRUDE ON 
EGRESS PATH. WHERE NECESSARY, REMOVE 
CHAMFERED CORNERS OF STAIR TO INSTALL 
RISER, DRAIN PIPE, HOSE VALVES AND SPRINKLER 
ZONE VALVES. 

A. REFERENCE COVER SHEET FP100 FOR ADDITIONAL GENERAL 
NOTES AND REQUIREMENTS.

B. COORDINATE FIRE WATCH WITH FACILITY SECURITY STAFF WHEN 
SPRINKLER SYSTEMS ARE IMPAIRED.

1" = 30'-0"
1 BASEMENT OVERALL FLOOR PLAN - NEW WORK
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FP211

PENTHOUSE
OVERALL

NEW WORK

1" = 30'-0"
1 NINTH FLOOR OVERALL PLAN - NEW WORK

GENERAL NOTES:

KEYED NOTES

1. NEW 6" STANDPIPE WITH 2.5" ANGLED HOSE VALVE

2. CEILING HATCH WITH LADDER UP TO ROOF FOR FIRE FIGHTER 
ACCESS (BY OTHERS).

3. NEW SPRINKLER ZONE VALVE.

4. NEW SPRINKLER ZONE BOUNDARY.

5. PROPOSED CROSS MAIN.

6. 2.5" LINE UP TO SERVE PENTHOUSE.

A. REFERENCE COVER SHEET FP100 FOR ADDITIONAL GENERAL 
NOTES AND REQUIREMENTS.

B. COORDINATE FIRE WATCH WITH FACILITY SECURITY STAFF WHEN 
SPRINKLER SYSTEMS ARE IMPAIRED.
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FP401

FIRE PUMP
ENLARGED

PLANS - NEW
WORK

GENERAL NOTES:

KEYED NOTES

1. CONNECT INTO EXISTING 6" PIPE TO TEST HEADER

2. CONNECT INTO EXISTING 6" DISCHARGE PIPE 
SERVING BASEMENT LOOP

3. CONNECT INTO EXISTING 10" SUPPLY PIPE EAST

4. CONNECT INTO EXISTING 10" SUPPLY PIPE WEST

5. NOT USED

6. NEW ELECTRIC 1,500 GPM FIRE PUMP PROVIDING 155 
PSI AT 1,500 GPM

7. NEW FIRE PUMP CONTROL PANEL

8. NEW CONCRETE HOUSEKEEPING PAD (BY OTHERS)

9. CONNECT INTO EXISTING 6" PUMP DISCHARGE PIPE 
SERVING ACUTE CARE AND ADULT TOWER STAIRS

10. NEW JOCKEY PUMP CONTROL PANEL

11. 8" CLA-VAL 90-21 PRESSURE REDUCING VALVES. 
MINIMUM 60" BETWEEN VALVES FLANGE-TO-FLANGE. 
MINIMUM 30" BEFORE PRV-1 AND MINIMUM 30" AFTER 
PRV-2. MOUNT PRVs NO HIGHER THAN 7'6" AFF.

12. NEW ZONE VALVE FOR PUMP ROOM SPRINKLERS.

13. ARCHITECT TO ENSURE PUMP ROOM HAS A MINIMUM 
1-HOUR FIRE RATING.

14. ELECTRICAL TO PROVIDE POWER TO FIRE PUMP. 
ENSURE CABLING IS PROVIDED WITH APPROPRIATE 
FIRE RATING PER NFPA 70.

3/16" = 1'-0"
1 SUB-BASEMENT - PUMP ROOM PARTIAL FLOOR PLAN - NEW WORK

2 FIRE PUMP OVERALL 3D VIEW - NEW WORK

3

2
9

4

7

1

6

10

3/16" = 1'-0"
3 FIRE PUMP - SECTION - NEW WORK

11

12

A. REFERENCE COVER SHEET FP100 FOR ADDITIONAL 
GENERAL NOTES AND REQUIREMENTS.

B. COORDINATE FIRE WATCH WITH FACILITY SECURITY 
STAFF WHEN SPRINKLER SYSTEMS ARE IMPAIRED.

11

3/16" = 1'-0"
4 FIRE PUMP ROOM - PRV SECTION - NEW WORK

1

1
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FP401-D

FIRE PUMP
ENLARGED

PLANS -
DEMOLITION

3/16" = 1'-0"
1 SUB-BASEMENT - EXISTING PUMP ROOM PARTIAL FLOOR PLAN - DEMOLITION

GENERAL NOTES:

KEYED NOTES

1. REMOVE INDICATED PORTION OF EXISTING 6" PIPE 
TO TEST HEADER

2. REMOVE INDICATED PORTION OF EXISTING 6" 
DISCHARGE PIPE SERVING BASEMENT LOOP

3. REMOVE INDICATED PORTION OF EXISTING 10" 
SUPPLY PIPE EAST

4. REMOVE INDICATED PORTION OF EXISTING 10" 
SUPPLY PIPE WEST

5. REMOVE EXISTING 10" PRESSURE RELIEF PIPE BACK 
TO EXTERIOR WALL AND CAP

6. EXISTING FIRE PUMP TO BE REMOVED ALONG WITH 
INDICATED PIPING

7. REMOVE & REPLACE EXISTING FIRE PUMP CONTROL 
PANEL

8. EXISTING CONCRETE PAD TO BE DEMOLISHED (BY 
OTHERS)

9. REMOVE INDICATED PORTION OF EXISTING 6" PUMP 
DISCHARGE PIPE SERVING ACUTE CARE AND ADULT 
TOWER STAIRS

10. REMOVE & REPLACE EXISTING JOCKEY PUMP & 
CONTROLLER

11. REMOVE 6" EXHAUST PIPE AS INDICATED

12. DIESEL TANKS, PIPING AND RELATED COMPONENTS 
TO REMAIN

13. INSULATED PROCESS PIPING TO REMAIN

14. MECHANICAL TO IDENTIFY AND DEMOLISH 
APPLICABLE PIPING IN NEW FIRE PUMP ROOM ON 
MECHANICAL PLANS.2 FIRE PUMP AREA 3D VIEW - DEMOLITION

A. REFERENCE COVER SHEET FP100 FOR ADDITIONAL GENERAL 
NOTES AND REQUIREMENTS.

B. COORDINATE FIRE WATCH WITH FACILITY SECURITY STAFF 
WHEN SPRINKLER SYSTEMS ARE IMPAIRED.

1
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FP601

SECTIONS

GENERAL NOTES:

KEYED NOTES

1. NEW 2.5" ANGLED HOSE VALVE.

2. NEW ZONE VALVE.

3. TIE-IN TO EXISTING 6" RISER. WHERE TIE-IN PIPE IS 
4" OR SMALLER, USE MECHANICAL TEES TO 
REDUCE REQUIRED WORK SPACE.

4. NEW 6" RISER.

5. NEW FIRE FIGHTER ACCESS HATCH WITH LADDER, 
UP TO ROOF (BY OTHERS).

6. CONNECT NEW 6" TEMPORARY FIRE PUMP LINE 
INTO NEW 6" STANDPIPE HERE. ENSURE PIPING 
DOES NOT IMPEDE EGRESS ROUTE IN STAIR.

7. REMOVE EXISTING DRAIN PIPING.

8. NEW 3" EXPRESS DRAIN. CONNECT IN NEW AND 
EXISTING ZONE VALVES DRAINS. ROUTE 3" 
EXPRESS DRAIN PIPE TO APPROVED DRAIN 
LOCATION USING EXISTING PATH OF DEMOLISHED 
1" DRAIN LINE. WIDEN CORED SLAB HOLES AND 
WALL PENETRATIONS WHERE NECESSARY.

9. 2.5" THREADED CONNECTION IN 3" EXPRESS DRAIN 
FOR STANDPIPE TESTING. 

10. ENSURE NO PIPING OR FITTINGS PROTRUDE ON 
EGRESS PATH. WHERE NECESSARY, REMOVE 
CHAMFERED CORNERS OF STAIR TO INSTALL 
RISER, DRAIN PIPE, HOSE VALVES AND SPRINKLER 
ZONE VALVES. 

3/16" = 1'-0"
3 STAIR H-02 - SECTION - NEW WORK

3/16" = 1'-0"
1 STAIR H-01 - SECTION - DEMOLITION

3/16" = 1'-0"
2 STAIR H-01 - SECTION - NEW WORK

3/16" = 1'-0"
4 STAIR H-03 - SECTION - NEW WORK

A. REFERENCE COVER SHEET FP100 FOR ADDITIONAL 
GENERAL NOTES AND REQUIREMENTS.

B. COORDINATE FIRE WATCH WITH FACILITY SECURITY STAFF 
WHEN SPRINKLER SYSTEMS ARE IMPAIRED.

1
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3/16" = 1'-0"
2 STAIR N-02 - SECTION - NEW WORK

3/16" = 1'-0"
3 CENTRAL CORE PENTHOUSE - SECTION - NEW WORK
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FP602

SECTIONS

GENERAL NOTES:

KEYED NOTES

1. NEW 2.5" ANGLED HOSE VALVE.

2. TIE-IN TO EXISTING 6" RISER. WHERE TIE-IN PIPE IS 4" 
OR SMALLER, USE MECHANICAL TEES TO REDUCE 
REQUIRED WORK SPACE.

3. NEW 6" RISER.

4. NEW FIRE FIGHTER ACCESS HATCH WITH LADDER, UP 
TO ROOF (BY OTHERS).

5. NEW 3" EXPRESS DRAIN. CONNECT IN NEW AND 
EXISTING ZONE VALVES DRAINS. ROUTE 3" EXPRESS 
DRAIN PIPE TO APPROVED DRAIN LOCATION

6. 2.5" THREADED OUTLET FOR HOSE VALVE TESTING.

3/16" = 1'-0"
1 STAIR N-01 - SECTION - NEW WORK

A. REFERENCE COVER SHEET FP100 FOR ADDITIONAL GENERAL 
NOTES AND REQUIREMENTS.

B. COORDINATE FIRE WATCH WITH FACILITY SECURITY STAFF WHEN 
SPRINKLER SYSTEMS ARE IMPAIRED.
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